MONTGOMERY COUNTY PUBLIC SERVICE AUTHORITY
CHRISTIANSBURG, VIRGINIA CONSTRUCTION STANDARDS

NOTE:
TO BE USED WHEN STANDARD VAULT CONSTRUCTION EXCEEDS MAXIMUM VERTICAL HEIGHT OF 5'.

1’ VARIABLE ADJUSTMENT
TO BE INCLUDED 1IN 10’
- \ MAXIMUM HEIGHT

JT MATERIAL (NO MORTAR) / \

BETWEEN F&C AND M.H. TOP 1.00" MAX.
AND BETWEEN GRADE RINGS )

FIRST STEP TO BE 1.5 MAX—/

FROM TOP OF M.H.

JT MATERIAL (NO MORTAR) __——— |

STEP SHALL BE
ALLIGNED VERTICALLY

2" MINIMUM
SEPARATION
AT CUT OUT

MANUFACTURED OPENING O
AS REQUIRED BY PIPE SIZE  S—

6” MINIMUM COMPACTED

G, OF VALVE, FRAME AND COVER GRAVFL BEDDING
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